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N O T E S

10Heavy duty polythene sheeting and anti-
termite treatment to be provided on
underground floor slabs

12Depth of foundation to be determined on site

.

11All materials and works to be approved on
site any discrepancy to be referred to the
architect

.

.

9 Walls less than 200 mm  thick to have hoop
iron at alternate courses

8 Where drainage pipes pass under built area
the pipes to be of cast iron type or encased
in 150mm concrete surround.

2 All dimensions are in millimeters unless
otherwise stated

.

5 Provide D.P.C under all ground floor walls
6 All reinforced concrete works to be

structural engineers details
7 All sanitary works to conform to health

standards

4 All windows to have permanent ventilation

1 All dimensions to be read not scaled

.

3 PV denote permanent  ventilation

.
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